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— RADIO EXCHANGER
- (HEADEND) - B -
DCT 1900
= BASE STATION (ANTENNA) CEILING BASE
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GROUP CONTROL MODULE NCGCM 2.200 GEM + JBUS ADDRESS #
DATA INTERFACE NCDATA 0.500 + * +
TOUCH SCREEN MASTER NCTMS 1.750 :
LCD MASTER NCLCD 0.750
DOME OR ZONE LIGHT NCLED6 0.010 X X X X X X
SINGLE BED STATION NCBSS1 0.185
SINGLE BED STATION W/NCBED NCBSS1— (1)NCBED 0.198
DUAL BED STATION NCBSD2 0.220
DUAL BED STATION W/ (2)NCBED NCBSD2 — (2)NCBED 0.243 X ~ ROOM POWER LOAD
SINGLE PUSH BUTTON NCSPB1 0.040 ‘
DUAL PUSH BUTTON NCDPB2 0.040
EMERGANCY PULL CORD NCPCS1 0.040 NURSE CALL :
CODE BLUE STATION NCNSCB 0.040
3 ADDRESS [DENTIFICATION DETAIL
DUTY STATION NCDUTY 0.160 NOT TO SCALE
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UNIVERSIAL INTERFACE NCUST 0.125
UNIVERSIAL INTERFACE W/ OUTPUTS NCUINT 0.125
BED READY BUTTON NCBRDY 0.114
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LIGHT CONTROL INTERFACE NCRMS 1 0.100
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